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Professional Service Industries, Inc. Asbestos and Limited Lead-Based Paint Survey 
PSI Project#0588483-2 

SECTION 1 
Executive Summary 

GENERAL INFORMATION 
 
Professional Service Industries, Inc. (PSI) was retained by The Wieland-Davco Corporation to 
perform a survey for asbestos, including limited sampling for lead-based paint, at a three-story office 
building located at 3355 Via Lido, Newport Beach, California.  The survey included both interior and 
exterior building materials, and is provided in support of future demolition of the building.  
 
AUTHORIZATION 
 
Written authorization to perform this survey was provided by The Wieland-Davco Corporation in the 
form of the execution of PSI proposal number 0588-71966 dated August 7, 2012. 
 
SUMMARY OF FINDINGS 
 
The scope of work included the identification of suspect asbestos-containing materials (ACM) and 
major interior building components painted with lead-based paint (LBP).  PSI’s scope of work was 
limited to asbestos and lead, and therefore did not address fluorescent tubes, potential 
Polychlorinated Biphenyls (PCB), mold, and mercury-containing materials.  The inspection was 
conducted on August 21, 23, 28, 31, September 7, 28 and October 5, 2012, by PSI Department 
Manager Gregory R. Archung, CAC #92-0041 and CDPH Lead Inspector/Assessor #390. 
 
Asbestos-Containing Materials 
A total of two hundred and fourteen (214) samples of suspect ACM representing seventy-six (76) 
types of homogeneous materials were collected from the building.  Materials sampled generally 
included floor tiles and associated mastic, sheet flooring and associated glue, base cove and 
associated mastic, carpet glue, acoustic ceiling panels, acoustic ceiling tiles, ceiling plaster and 
associated mastic, wall plaster, drywall system, and roof system. 
 
Laboratory results indicated detectable levels of asbestos in flooring, mastic, smooth plaster lid, 
plaster ceiling, joint compound, roof mastic, Sprayed-On-Acoustic (SOA) plaster, and SOA drywall 
ceilings.  A summary of laboratory result information is listed in Section 2 of this report. 
 
Lead-Based Paint 
A total of nine (9) samples were collected from the building for lead analysis during the survey.  
Three (3) of the paint chip samples had detectable levels of lead.  A summary of laboratory result 
information is listed in Section 2 of this report. 
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11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212431
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 08/24/12 4:10 PM

0588483-2 / Office Bldg. / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

8/31/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-01

331212431-0001

1x1 Spline Ct-
Suite D

White/Grayish None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

55-02

331212431-0002

1x1 Spline Ct-
Suite D

White/Grayish None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

55-03

331212431-0003

1x1 Spline Ct-
Suite D

Not Submitted

55-04-Floor Tile

331212431-0004

9" Black FT / 
Suide D

Black
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

55-04-Mastic

331212431-0004A

9" Black FT / 
Suide D

Black
Non-Fibrous
Homogeneous

Chrysotile2%Non-fibrous (other)98%

55-05

331212431-0005

9" Black FT / 
Suide D

Stop Positive (Not Analyzed)

55-06

331212431-0006

9" Black FT / 
Suide D

Stop Positive (Not Analyzed)

55-07-Peel N Stick

331212431-0007

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Black/Gold None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

1Test Report PLM-7.16.0 Printed: 8/31/2012 5:06:48 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 08/31/2012 17:06:48

Christopher Kim (52)
Krystyn Gonzales (76)
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55-07-Sheet Flooring

331212431-0007A

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Beige/Gold None Detected
Fibrous
Heterogeneous

Cellulose15% Non-fibrous (other)85%

55-07-Floor Tile

331212431-0007B

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Red
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

55-07-Mastic

331212431-0007C

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Clear None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-08-Peel N Stick

331212431-0008

12" Gold Peel N
Stick/SF/Mastic-
Suite C

Black/Gold None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-08-Sheet Flooring

331212431-0008A

12" Gold Peel N
Stick/SF/Mastic-
Suite C

Beige/Gold None Detected
Fibrous
Heterogeneous

Cellulose15% Non-fibrous (other)85%

55-08-Mastic

331212431-0008B

12" Gold Peel N
Stick/SF/Mastic-
Suite C

Black None Detected
Non-Fibrous
Homogeneous

Cellulose3% Non-fibrous (other)97%

55-09-Peel N Stick

331212431-0009

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Gold None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-09-Sheet Flooring

331212431-0009A

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Beige/Gold None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%
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55-09-Floor Tile

331212431-0009B

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Yellow
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

55-09-Mastic

331212431-0009C

12" Gold Peel N
Stick/SF/Red
FT/Mastic-Suite C

Black
Non-Fibrous
Homogeneous

Chrysotile3%Non-fibrous (other)97%

55-10

331212431-0010

Smooth Plaster Lid-
Suite A

Beige

Unable to separate plaster and joint compound

Non-Fibrous
Heterogeneous

Chrysotile<1%Non-fibrous (other)100%

55-11-Skim Coat

331212431-0011

Smooth Plaster Lid-
Suite A

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-11-Plaster

331212431-0011A

Smooth Plaster Lid-
Suite A

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-12-Skim Coat

331212431-0012

Smooth Plaster Lid-
Suite A

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-12-Plaster

331212431-0012A

Smooth Plaster Lid-
Suite A

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-13-Floor Tile

331212431-0013

9" Wht FT/Mastic-
Under Carpet-
Suite F

Beige

Insufficient mastic

Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

3Test Report PLM-7.16.0 Printed: 8/31/2012 5:06:48 PM

Derrick Tanner, Laboratory Manager
or other approved signatory
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55-14-Floor Tile

331212431-0014

12" Beige Mosaic
FT/Glue/Mastic-
Suite G Verzon

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-14-Mastic

331212431-0014A

12" Beige Mosaic
FT/Glue/Mastic-
Suite G Verzon

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-15-Floor Tile

331212431-0015

12" Beige Mosaic
FT/Glue/Mastic-
Suite G Verzon

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-15-Mastic

331212431-0015A

12" Beige Mosaic
FT/Glue/Mastic-
Suite G Verzon

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-16-Floor Tile

331212431-0016

12" Beige Mosaic
FT/Glue/Mastic-
Suite G Verzon

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-16-Mastic

331212431-0016A

12" Beige Mosaic
FT/Glue/Mastic-
Suite G Verzon

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-17-Plaster Ceiling

331212431-0017

Plaster
Ceiling/Button
BoardThroughout-
Suite F

Beige
Fibrous
Homogeneous

Chrysotile10%Cellulose10% Non-fibrous (other)80%

55-17-Button Board

331212431-0017A

Plaster
Ceiling/Button
BoardThroughout-
Suite F

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%
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55-18-Plaster Ceiling

331212431-0018

Plaster
Ceiling/Button
BoardThroughout-
Suite C

Stop Positive (Not Analyzed)

55-18-Button Board

331212431-0018A

Plaster
Ceiling/Button
BoardThroughout-
Suite C

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-19-Plaster Ceiling

331212431-0019

Plaster
Ceiling/Button
BoardThroughout-
Suite D

Stop Positive (Not Analyzed)

55-19-Button Board

331212431-0019A

Plaster
Ceiling/Button
BoardThroughout-
Suite D

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-20

331212431-0020

2x4 Squiggle Pin
Hole Ceiling
Panels-Suite F,G

White/Grayish None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

55-21

331212431-0021

2x4 Squiggle Pin
Hole Ceiling
Panels-2nd Fl
Womens

White/Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

55-22

331212431-0022

2x4 Squiggle Pin
Hole Ceiling
Panels-2nd Fl
Womens

White/Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%
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55-23

331212431-0023

Blk Mastic Under
Carpet-Suite A-
Rear

Tan/Black None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-24

331212431-0024

Blk Mastic Under
Carpet-Suite A-
Rear

Tan/Black None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-25

331212431-0025

2x2 Design Ceiling
Panels-1st Fl
Elevator Lobby

Grayish None Detected
Fibrous
Homogeneous

Min. Wool80% Non-fibrous (other)20%

55-26

331212431-0026

2x2 Design Ceiling
Panels-1st Fl
Elevator Lobby

Grayish None Detected
Fibrous
Homogeneous

Min. Wool80% Non-fibrous (other)20%

55-27

331212431-0027

2x2 Design Ceiling
Panels-1st Fl
Elevator Lobby

Grayish None Detected
Fibrous
Homogeneous

Min. Wool75% Non-fibrous (other)25%

55-28

331212431-0028

Plaster Lid-1st Fl
Elevator

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-29

331212431-0029

Plaster Lid-1st Fl
Elevator

White
Fibrous
Homogeneous

Chrysotile8%Cellulose10% Non-fibrous (other)82%

55-30

331212431-0030

Plaster Lid-1st Fl
Elevator

Stop Positive (Not Analyzed)
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55-31-Sheet Flooring

331212431-0031

Gy Sheet
Fl/Mastic/Blk
Mastic-Suite A-
Bathroom

Gray/Beige None Detected
Fibrous
Heterogeneous

Cellulose15% Non-fibrous (other)85%

55-31-Mastic

331212431-0031A

Gy Sheet
Fl/Mastic/Blk
Mastic-Suite A-
Bathroom

Tan/Black None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-32-Joint
Compound
331212431-0032

DW/JC-1st Fl
Throughout-Suite
F Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-32-Drywall

331212431-0032A

DW/JC-1st Fl
Throughout-Suite
F Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-33-Joint
Compound
331212431-0033

DW/JC-1st Fl
Throughout-Suite
D Wall

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-33-Drywall

331212431-0033A

DW/JC-1st Fl
Throughout-Suite
D Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-34-Joint
Compound
331212431-0034

DW/JC-1st Fl
Throughout-Suite
A Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%
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Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-34-Drywall

331212431-0034A

DW/JC-1st Fl
Throughout-Suite
A Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-35-Joint
Compound
331212431-0035

DW/JC-1st Fl
Throughout-Suite
A Lid Bathroom

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-35-Drywall

331212431-0035A

DW/JC-1st Fl
Throughout-Suite
A Lid Bathroom

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-36-Finish Coat

331212431-0036

Plaster Wall-1st Fl
Throughout-Suite A

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-36-Base Coat

331212431-0036A

Plaster Wall-1st Fl
Throughout-Suite A

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-37-Finish Coat

331212431-0037

Plaster Wall-1st Fl
Throughout-Suite
G

White
Non-Fibrous
Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-37-Base Coat

331212431-0037A

Plaster Wall-1st Fl
Throughout-Suite
G

Grayish None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-41

331212431-0038

2x4 Ceiling Panels-
Suite C

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%
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AsbestosNon-Asbestos
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Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-44-Shingle

331212431-0039

Roof Core-Roof-
NW

White/Black None Detected
Fibrous
Heterogeneous

Glass10% Non-fibrous (other)90%

55-44-Felt

331212431-0039A

Roof Core-Roof-
NW

Black None Detected
Fibrous
Homogeneous

Cellulose50% Non-fibrous (other)50%

55-45-Shingle

331212431-0040

Roof Core-Roof-
Middle

White/Black None Detected
Fibrous
Heterogeneous

Glass15% Non-fibrous (other)85%

55-45-Felt

331212431-0040A

Roof Core-Roof-
Middle

Black None Detected
Fibrous
Homogeneous

Cellulose50% Non-fibrous (other)50%

55-46-Shingle

331212431-0041

Roof Core-Roof-SE White/Black None Detected
Fibrous
Heterogeneous

Glass15% Non-fibrous (other)85%

55-46-Felt

331212431-0041A

Roof Core-Roof-SE Black None Detected
Fibrous
Homogeneous

Cellulose50% Non-fibrous (other)50%

55-47-Shingle

331212431-0042

Roof Core-Roof-
Lower Roof E

Gray/Black None Detected
Fibrous
Heterogeneous

Glass15% Non-fibrous (other)85%

55-47-Felt 1

331212431-0042A

Roof Core-Roof-
Lower Roof E

Black None Detected
Fibrous
Homogeneous

Glass15% Non-fibrous (other)85%
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55-47-Felt 2

331212431-0042B

Roof Core-Roof-
Lower Roof E

Brown/Black None Detected
Fibrous
Homogeneous

Cellulose15%
Glass5%

Non-fibrous (other)80%

55-48

331212431-0043

Roof Mastic-
Throughout-Pitch
Pocket

Black/Silver
Non-Fibrous
Homogeneous

Chrysotile6%Non-fibrous (other)94%

55-49

331212431-0044

Roof Mastic-
Throughout-Duct
Seam

Stop Positive (Not Analyzed)

55-50

331212431-0045

Roof Mastic-
Throughout-Vent
Pipe

Stop Positive (Not Analyzed)

55-51

331212431-0046

Beige Tread
Material-1st Fl
Balcony-N

Black/Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-52

331212431-0047

Beige Tread
Material-1st Fl
Balcony-S

Black/Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-53-Floor Tile

331212431-0048

9" Bge FT/Blk
Mastic-Under
Carpet Ste 205-
Mtg. Rm.

Beige
Non-Fibrous
Homogeneous

Chrysotile2%Non-fibrous (other)98%

55-53-Mastic

331212431-0048A

9" Bge FT/Blk
Mastic-Under
Carpet Ste 205-
Mtg. Rm.

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-54-Peel N Stick

331212431-0049

12" Bge Peel N
Stick/Wht SF/Blk
Mast-Kit/Stor

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-54-Sheet Flooring

331212431-0049A

12" Bge Peel N
Stick/Wht SF/Blk
Mast-Kit/Stor

White
Fibrous
Heterogeneous

Chrysotile10%Cellulose10% Non-fibrous (other)80%

55-54-Mastic

331212431-0049B

12" Bge Peel N
Stick/Wht SF/Blk
Mast-Kit/Stor

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-55

331212431-0050

2x4 Ceiling Panels-
Suite 205

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass5%

Non-fibrous (other)20%

55-56

331212431-0051

2x4 Ceiling Panels-
Suite 205

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass5%

Non-fibrous (other)20%

55-57-Finish Coat

331212431-0052

Plaster Wall-2nd
Fl Throughout-
Suite 205 Mtg. Rm.

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-57-Base Coat

331212431-0052A

Plaster Wall-2nd
Fl Throughout-
Suite 205 Mtg. Rm.

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-58-Finish Coat

331212431-0053

Plaster Wall-2nd
Fl Throughout-
Suite 205 Kitchen

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-58-Base Coat

331212431-0053A

Plaster Wall-2nd
Fl Throughout-
Suite 205 Kitchen

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-64

331212431-0054

Plaster Ceiling-2nd
Fl Throughout-
Suite 205

Brown/Beige None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-65

331212431-0055

Plaster Ceiling-2nd
Fl Throughout-
Women's RR

Brown/Beige None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-71-Skim Coat

331212431-0056

Plaster Wall-2nd
Fl Corridors

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-71-Plaster

331212431-0056A

Plaster Wall-2nd
Fl Corridors

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-72-Skim Coat

331212431-0057

Plaster Wall-2nd
Fl Corridors

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-72-Plaster

331212431-0057A

Plaster Wall-2nd
Fl Corridors

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-73-Skim Coat

331212431-0058

Plaster Wall-2nd
Fl Corridors

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-73-Plaster

331212431-0058A

Plaster Wall-2nd
Fl Corridors

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-74

331212431-0059

SOA Plaster
Ceiling-2nd Fl
Corridors

White
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

55-75

331212431-0060

SOA Plaster
Ceiling-2nd Fl
Corridors

Stop Positive (Not Analyzed)

55-76

331212431-0061

SOA Plaster
Ceiling-2nd Fl
Corridors

Stop Positive (Not Analyzed)

55-77-Joint
Compound
331212431-0062

DW/JC-3rd Fl
Corridors

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-77-Drywall

331212431-0062A

DW/JC-3rd Fl
Corridors

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-78-Joint
Compound
331212431-0063

DW/JC-3rd Fl
Corridors

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-78-Drywall

331212431-0063A

DW/JC-3rd Fl
Corridors

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-79-Joint
Compound
331212431-0064

DW/JC-3rd Fl
Corridors

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-79-Drywall

331212431-0064A

DW/JC-3rd Fl
Corridors

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-80

331212431-0065

SOA Plaster
Ceiling-3rd Fl
Elevator Lobby

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-81

331212431-0066

SOA Plaster
Ceiling-3rd Fl
Elevator Lobby

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-82

331212431-0067

SOA Plaster
Ceiling-3rd Fl
Elevator Lobby

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-83-Acoustic

331212431-0068

SOA DW Ceiling-
3rd Fl Corridors

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-83-Drywall

331212431-0068A

SOA DW Ceiling-
3rd Fl Corridors

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-84-Acoustic

331212431-0069

SOA DW Ceiling-
3rd Fl Corridors

White
Non-Fibrous
Homogeneous

Chrysotile<1%Non-fibrous (other)100%
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55-84-Drywall

331212431-0069A

SOA DW Ceiling-
3rd Fl Corridors

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-85

331212431-0070

SOA DW Ceiling-
3rd Fl Corridors

White
Non-Fibrous
Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-86

331212431-0071

2x4 PH Ceiling
Panels-3rd Fl
Corridors

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Min. Wool15%

Non-fibrous (other)10%

55-87

331212431-0072

2x4 PH Ceiling
Panels-3rd Fl
Corridors

Beige None Detected
Fibrous
Homogeneous

Min. Wool70% Non-fibrous (other)30%

55-88

331212431-0073

2x4 PH Ceiling
Panels-3rd Fl
Corridors

Brown None Detected
Fibrous
Homogeneous

Cellulose90% Non-fibrous (other)10%

55-89

331212431-0074

Brn Base Cove
Mastic-Throughout-
2nd Fl Corridors

Brown/Tan None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-90

331212431-0075

Brn Base Cove
Mastic-Throughout-
2nd Fl Corridors

Brown/Tan None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-92-Floor Tile

331212431-0077

Bge FT/Blk Mastic-
Under Carpet 2nd
Fl Corridors

Tan
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

15Test Report PLM-7.16.0 Printed: 8/31/2012 5:06:48 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 08/31/2012 17:06:48

Christopher Kim (52)
Krystyn Gonzales (76)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212431
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 08/24/12 4:10 PM

0588483-2 / Office Bldg. / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

8/31/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-92-Mastic

331212431-0077A

Bge FT/Blk Mastic-
Under Carpet 2nd
Fl Corridors

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-93

331212431-0078

Tan/Blk Mastic-
Under Carpet 3rd
Fl Corridor

Tan/Black None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-94

331212431-0079

Tan/Blk Mastic-
Under Carpet 3rd
Fl Corridor

Tan/Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-95-Felt

331212431-0080

Brn Cementious
Material-3rd Fl
Balcony

Black None Detected
Fibrous
Homogeneous

Glass15% Non-fibrous (other)85%

55-95-Texture 1

331212431-0080A

Brn Cementious
Material-3rd Fl
Balcony

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-95-Texture 2

331212431-0080B

Brn Cementious
Material-3rd Fl
Balcony

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-96-Felt

331212431-0081

Brn Cementious
Material-3rd Fl
Balcony

Black None Detected
Fibrous
Homogeneous

Glass15% Non-fibrous (other)85%

55-96-Texture 1

331212431-0081A

Brn Cementious
Material-3rd Fl
Balcony

Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

16Test Report PLM-7.16.0 Printed: 8/31/2012 5:06:48 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 08/31/2012 17:06:48

Christopher Kim (52)
Krystyn Gonzales (76)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212431
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 08/24/12 4:10 PM

0588483-2 / Office Bldg. / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

8/31/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-96-Texture 2

331212431-0081B

Brn Cementious
Material-3rd Fl
Balcony

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-97-Texture

331212431-0082

Float Material-3rd
Fl Material

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-97-Floor Tile

331212431-0082A

Float Material-3rd
Fl Material

Brown
Non-Fibrous
Homogeneous

Chrysotile7%Non-fibrous (other)93%

55-98

331212431-0083

Float Material-3rd
Fl Material

White None Detected

No Tile present

Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-99-Drywall

331212431-0084

DW/JC-3rd Fl
Suite-Suite 360

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10%
Glass<1%

Non-fibrous (other)90%

55-99-Joint
Compound
331212431-0084A

DW/JC-3rd Fl
Suite-Suite 360

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-100-Drywall

331212431-0085

DW/JC-3rd Fl
Suite-Suite 360

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

17Test Report PLM-7.16.0 Printed: 8/31/2012 5:06:48 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 08/31/2012 17:06:48

Christopher Kim (52)
Krystyn Gonzales (76)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212431
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 08/24/12 4:10 PM

0588483-2 / Office Bldg. / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

8/31/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-100-Joint
Compound
331212431-0085A

DW/JC-3rd Fl
Suite-Suite 360

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-101

331212431-0086

2x4 New Ceiling
Panels-3rd Fl
Suite-Suite 360

Beige None Detected
Fibrous
Homogeneous

Cellulose60%
Glass10%

Non-fibrous (other)30%

55-102

331212431-0087

2x4 New Ceiling
Panels-3rd Fl
Suite-Suite 360

Beige None Detected
Fibrous
Homogeneous

Cellulose60%
Glass10%

Non-fibrous (other)30%

55-103

331212431-0088

Cork Material/Glue-
3rd Fl Suite-Suite
360

Brown None Detected
Fibrous
Homogeneous

Non-fibrous (other)100%

55-104

331212431-0089

Blk Cementious Fl
Material-Under
Carpet 3rd Suite

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

18THIS IS THE LAST PAGE OF THE REPORT.Test Report PLM-7.16.0 Printed: 8/31/2012 5:06:48 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 08/31/2012 17:06:48

Christopher Kim (52)
Krystyn Gonzales (76)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

7-55-105

331212788-0001

Plaster Ceiling /
Throughout /Suite
B

White
Fibrous
Homogeneous

Chrysotile5%Non-fibrous (other)95%

22-55-59

331212788-0002

Plaster Wall / 2nd
Floor / Suite 225

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

22-55-60-Finish
Coat
331212788-0003

Plaster Wall / 2nd
Floor / Suite 265

White
Non-Fibrous

Homogeneous

Chrysotile2%Non-fibrous (other)98%

22-55-60-Base
Coat
331212788-0003A

Plaster Wall / 2nd
Floor / Suite 265

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-61-Finish
Coat
331212788-0004

Plaster Wall / 2nd
Floor / Suite 235

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

22-55-61-Base
Coat
331212788-0004A

Plaster Wall / 2nd
Floor / Suite 235

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-62-Finish
Coat
331212788-0005

Plaster Wall / 2nd
Floor / Suite 240

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

1Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

22-55-62-Base
Coat
331212788-0005A

Plaster Wall / 2nd
Floor / Suite 240

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-63

331212788-0006

Plaster Wall / 2nd
Floor / Utility
Closet

White None Detected

Unable to separate finish coat and base coat

Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

22-55-106-Finish
Coat
331212788-0007

Plaster Wall / 2nd
Floor / Suite 286

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-106-Base
Coat
331212788-0007A

Plaster Wall / 2nd
Floor / Suite 286

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-107-Finish
Coat
331212788-0008

Plaster Wall / 2nd
Floor / Suite 280

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-107-Base
Coat
331212788-0008A

Plaster Wall / 2nd
Floor / Suite 280

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-22-108-Finish
Coat
331212788-0009

Palster Wall / 2nd
Floor / Suite
270/250

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

2Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-22-108-Base
Coat
331212788-0009A

Palster Wall / 2nd
Floor / Suite
270/250

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-109-Finish
Coat
331212788-0010

Plaster Wall / 2nd
Floor / Suite 275

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-109-Base
Coat
331212788-0010A

Plaster Wall / 2nd
Floor / Suite 275

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-110-Finish
Coat
331212788-0011

Plaster Wall / 2nd
Floor / Suite 200

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

22-55-110-Base
Coat
331212788-0011A

Plaster Wall / 2nd
Floor / Suite 200

Grayish None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

23-55-66

331212788-0012

Plaster Ceiling /
2nd Floor / Suite
225

White/Beige
Fibrous
Homogeneous

Chrysotile5%Cellulose10% Non-fibrous (other)85%

23-55-67

331212788-0013

Plaster Ceiling /
2nd Floor / Suite
285

White
Fibrous
Homogeneous

Chrysotile5%Non-fibrous (other)95%

3Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

23-55-68

331212788-0014

Plaster Ceiling /
2nd Floor / Suite
235

Beige
Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

23-55-69

331212788-0015

Plaster Ceiling /
2nd Floor / Suite
270/250

Beige
Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

23-55-70

331212788-0016

Plaster Ceiling /
2nd Floor / Suite
275

Beige
Fibrous
Homogeneous

Chrysotile6%Non-fibrous (other)94%

23-55-70A

331212788-0017

Plaster Ceiling /
2nd Floor / Suite
200

Beige
Fibrous
Homogeneous

Chrysotile7%Non-fibrous (other)93%

39-55-111

331212788-0018

2x4 New Ceiling
Panels / Suite 245

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass15%

Non-fibrous (other)10%

39-55-112

331212788-0019

2x4 New Ceiling
Panels / Suite 265

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

39-55-113

331212788-0020

2x4 New Ceiling
Panels / Suite 286

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

39-55-114

331212788-0021

2x4 New Ceiling
Panels / Suite 210

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

4Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

15-55-42

331212788-0022

2x4 Ceiling
Panels / Suite B

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

8-55-115

331212788-0023

2x4 Squiggle Pin
Hole Ceiling
Panels / Suite 255

Beige None Detected
Fibrous
Homogeneous

Cellulose70%
Glass15%

Non-fibrous (other)15%

40-55-116-Ceiling
Tile
331212788-0024

1x1 Large Dot
Ceiling Panels-
Glue / Suite 225

Tan None Detected
Fibrous

Homogeneous

Cellulose100% Non-fibrous (other)0%

40-55-116-Mastic

331212788-0024A

1x1 Large Dot
Ceiling Panels-
Glue / Suite 225

Brown
Non-Fibrous
Homogeneous

Anthophyllite<1%Non-fibrous (other)100%

40-55-117-Ceiling
Tile
331212788-0025

1x1 Large Dot
Ceiling Panels-
Glue / Suite 225

Tan None Detected
Fibrous

Homogeneous

Cellulose100% Non-fibrous (other)0%

40-55-117-Mastic

331212788-0025A

1x1 Large Dot
Ceiling Panels-
Glue / Suite 225

Brown
Non-Fibrous
Homogeneous

Anthophyllite<1%Non-fibrous (other)100%

41-55-118-Joint
Compound
331212788-0026

Drywall-Joint
Comp / Suite 225

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

5Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

41-55-118-Drywall

331212788-0026A

Drywall-Joint
Comp / Suite 225

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose15%
Glass<1%

Non-fibrous (other)85%

41-55-119-Joint
Compound
331212788-0027

Drywall-Joint
Comp / Suite 265

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

41-55-119-Drywall

331212788-0027A

Drywall-Joint
Comp / Suite 265

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose15%
Glass<1%

Non-fibrous (other)85%

41-55-120-Joint
Compound
331212788-0028

Drywall-Joint
Comp / Suite 285

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

41-55-120-Drywall

331212788-0028A

Drywall-Joint
Comp / Suite 285

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose15% Non-fibrous (other)85%

41-55-121-Joint
Compound
331212788-0029

Drywall-Joint
Comp / Suite 230

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

41-55-121-Drywall

331212788-0029A

Drywall-Joint
Comp / Suite 230

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

6Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

41-55-122-Joint
Compound
331212788-0030

Drywall-Joint
Comp / Suite 210

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

41-55-122-Drywall

331212788-0030A

Drywall-Joint
Comp / Suite 210

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

41-55-123-Joint
Compound
331212788-0031

Drywall-Joint
Comp / Suite 210

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

41-55-123-Drywall

331212788-0031A

Drywall-Joint
Comp / Suite 210

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

42-55-124-Floor
Tile
331212788-0032

9" Brown FT-
Black Mastic /
Suite 245

Brown
Non-Fibrous

Homogeneous

Chrysotile10%Non-fibrous (other)90%

42-55-124-Mastic

331212788-0032A

9" Brown FT-
Black Mastic /
Suite 245

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

42-55-125-Floor
Tile
331212788-0033

9" Brown FT-
Black Mastic /
Suite 285

Brown
Non-Fibrous

Homogeneous

Chrysotile10%Non-fibrous (other)90%

7Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

42-55-125-Mastic

331212788-0033A

9" Brown FT-
Black Mastic /
Suite 285

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

42-55-126-Floor
Tile
331212788-0034

9" Brown FT-
Black Mastic /
Suite 270/250

Tan
Non-Fibrous

Homogeneous

Chrysotile8%Non-fibrous (other)92%

42-55-126-Mastic

331212788-0034A

9" Brown FT-
Black Mastic /
Suite 270/250

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

43-55-127-Floor
Tile
331212788-0035

9" Beige FT-Black
Mastic / Suite 240

Pink
Non-Fibrous

Homogeneous

Chrysotile10%Non-fibrous (other)90%

43-55-127-Mastic

331212788-0035A

9" Beige FT-Black
Mastic / Suite 240

Black None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

43-55-128-Floor
Tile
331212788-0036

9" Beige FT-Black
Mastic / Suite 235

Pink
Non-Fibrous

Homogeneous

Chrysotile10%Non-fibrous (other)90%

43-55-128-Mastic

331212788-0036A

9" Beige FT-Black
Mastic / Suite 235

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

8Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

44-55-129-Floor
Tile
331212788-0037

9" Mosaic Beige
FT-Black Mastic /
Suite 280

Beige
Non-Fibrous

Homogeneous

Chrysotile5%Non-fibrous (other)95%

44-55-129-Mastic

331212788-0037A

9" Mosaic Beige
FT-Black Mastic /
Suite 280

Black
Non-Fibrous
Homogeneous

Chrysotile6%Non-fibrous (other)94%

45-55-130-Floor
Tile
331212788-0038

9" Lite Green FT-
Black Mastic /
Suite 255

Green
Non-Fibrous

Homogeneous

Chrysotile8%Non-fibrous (other)92%

45-55-130-Mastic

331212788-0038A

9" Lite Green FT-
Black Mastic /
Suite 255

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

46-55-131

331212788-0039

12" White FT-
Mastic / Suite 280

White None Detected

Unable to separate mastic

Non-Fibrous
Homogeneous

Non-fibrous (other)100%

47-55-132

331212788-0040

Brown Carpet
Mastic / Suite 275

Brown/Red None Detected

Result includes a small amount of inseparable material

Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

47-55-133

331212788-0041

Brown Carpet
Mastic / Suite 275

Brown/Red None Detected

Result includes a small amount of inseparable material

Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

9Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212788
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/04/12 5:50 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/11/2012Analysis Date:
8/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

48-55-134

331212788-0042

Tan Carpet
Mastic / Suite 225

Tan None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

48-55-135

331212788-0043

Tan Carpet
Mastic / Suite 225

Tan None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

49-55-136

331212788-0044

Float Material /
Under Carpet
Suite 265

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

10THIS IS THE LAST PAGE OF THE REPORT.Test Report PLM-7.16.0  Printed: 9/11/2012 2:49:19 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/11/2012 14:49:19

Christopher Kim (31)
Krystyn Gonzales (36)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212892
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/05/12 8:20 AM

0588483-2 / Office Building / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

9/12/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-137-Drywall

331212892-0001

DW/JC-
Throughout 3rd
Fl/Suite 300

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-137-Joint
Compound
331212892-0001A

DW/JC-
Throughout 3rd
Fl/Suite 300

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-138-Drywall

331212892-0002

DW/JC-
Throughout 3rd
Fl/Suite 300

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-138-Joint
Compound
331212892-0002A

DW/JC-
Throughout 3rd
Fl/Suite 300

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-139-Drywall

331212892-0003

DW/JC-
Throughout 3rd
Fl/Suite 325 E Wall

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-139-Joint
Compound
331212892-0003A

DW/JC-
Throughout 3rd
Fl/Suite 325 E Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-140-Drywall

331212892-0004

DW/JC-
Throughout 3rd
Fl/Suite 345 W
Wall

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose15% Non-fibrous (other)85%

1Test Report PLM-7.16.0 Printed: 9/12/2012 7:57:27 AM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/12/2012 07:57:27

Christopher Kim (12)
Jeffrey Deboo (57)

Krystyn Gonzales (12)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212892
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/05/12 8:20 AM

0588483-2 / Office Building / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

9/12/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-140-Joint
Compound
331212892-0004A

DW/JC-
Throughout 3rd
Fl/Suite 345 W
Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-141-Drywall

331212892-0005

DW/JC-
Throughout 3rd
Fl/Suite 365 E Wall

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-141-Joint
Compound
331212892-0005A

DW/JC-
Throughout 3rd
Fl/Suite 365 E Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-142-Drywall

331212892-0006

DW/JC-
Throughout 3rd
Fl/Middle N/E Wall

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-142-Joint
Compound
331212892-0006A

DW/JC-
Throughout 3rd
Fl/Middle N/E Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-143-Drywall

331212892-0007

DW/JC-
Throughout 3rd
Fl/Middle Other
Side 355

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-143-Joint
Compound
331212892-0007A

DW/JC-
Throughout 3rd
Fl/Middle Other
Side 355

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

2Test Report PLM-7.16.0 Printed: 9/12/2012 7:57:27 AM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/12/2012 07:57:27

Christopher Kim (12)
Jeffrey Deboo (57)

Krystyn Gonzales (12)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212892
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/05/12 8:20 AM

0588483-2 / Office Building / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

9/12/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-144-Drywall

331212892-0008

DW/JC-
Throughout 3rd
Fl/Suite 374 S Wall

Tan/White None Detected
Fibrous
Heterogeneous

Cellulose12% Non-fibrous (other)88%

55-144-Joint
Compound
331212892-0008A

DW/JC-
Throughout 3rd
Fl/Suite 374 S Wall

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-145-Joint
Compound
331212892-0009

DW/JC-
Throughout 3rd
Fl/Suite 340 S Wall

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-145-Drywall

331212892-0009A

DW/JC-
Throughout 3rd
Fl/Suite 340 S Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-146-Joint
Compound
331212892-0010

DW/JC-
Throughout 3rd
Fl/Suite 330 E Wall

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-146-Drywall

331212892-0010A

DW/JC-
Throughout 3rd
Fl/Suite 330 E Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-147-Joint
Compound
331212892-0011

DW/JC-
Throughout 3rd
Fl/Suite 350 W
Wall

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%
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Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-147-Drywall

331212892-0011A

DW/JC-
Throughout 3rd
Fl/Suite 350 W
Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-148-Joint
Compound
331212892-0012

DW/JC-
Throughout 3rd
Fl/Suite 316 E Wall

White
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-148-Drywall

331212892-0012A

DW/JC-
Throughout 3rd
Fl/Suite 316 E Wall

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

55-149-Ceiling Tile

331212892-0013

1x1 Plain Wht CT-
Suite 305

Tan None Detected
Fibrous
Homogeneous

Cellulose95% Non-fibrous (other)5%

55-149-Glue

331212892-0013A

1x1 Plain Wht CT-
Suite 305

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-149-Plaster

331212892-0013B

1x1 Plain Wht CT-
Suite 305

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-150-Ceiling Tile

331212892-0014

Glue/Plaster/BB-
Suite 305

Tan None Detected
Fibrous
Homogeneous

Cellulose95% Non-fibrous (other)5%

55-150-Glue

331212892-0014A

Glue/Plaster/BB-
Suite 305

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-150-Plaster

331212892-0014B

Glue/Plaster/BB-
Suite 305

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-151-Ceiling Tile

331212892-0015

1x1 CT/Glue-Suite
340

Gray None Detected
Fibrous
Homogeneous

Glass80%
Cellulose3%

Non-fibrous (other)17%

55-151-Glue

331212892-0015A

1x1 CT/Glue-Suite
340

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-152-Ceiling Tile

331212892-0016

1x1 CT/Glue-Suite
340

Grayish None Detected
Fibrous
Homogeneous

Glass80%
Cellulose4%

Non-fibrous (other)16%

55-152-Glue

331212892-0016A

1x1 CT/Glue-Suite
340

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-153

331212892-0017

Orange SF/Mastic-
Suite 310

Brown/Cream/Gray
ish

Unable to separate mastic from flooring for analysis.

Fibrous
Heterogeneous

Chrysotile25%Cellulose40% Non-fibrous (other)35%

55-154-Ceiling Tile

331212892-0018

Cork CT/Glue-
Suite 320

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-154-Mastic

331212892-0018A

Cork CT/Glue-
Suite 320

Brown
Non-Fibrous
Homogeneous

Anthophyllite<1%Non-fibrous (other)100%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-155-Cork

331212892-0019

Cork CT/Glue-
Suite 320

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-155-Mastic

331212892-0019A

Cork CT/Glue-
Suite 320

Brown
Non-Fibrous
Homogeneous

Anthophyllite<1%Non-fibrous (other)100%

55-156-Shingle

331212892-0020

Roof Core-Middle
Roof

White/Black None Detected
Fibrous
Heterogeneous

Glass12% Non-fibrous (other)88%

55-156-Roofing

331212892-0020A

Roof Core-Middle
Roof

Black None Detected
Fibrous
Heterogeneous

Glass10% Non-fibrous (other)90%

55-156-Felt/Mastic

331212892-0020B

Roof Core-Middle
Roof

None Detected

Unable to separate felt and mastic layers for analysis.

Fibrous
Heterogeneous

Cellulose60% Non-fibrous (other)40%

55-157-Shingle

331212892-0021

Roof Core-Middle
Roof

White/Black None Detected
Fibrous
Heterogeneous

Glass10% Non-fibrous (other)90%

55-157-Roofing

331212892-0021A

Roof Core-Middle
Roof

Black None Detected
Fibrous
Heterogeneous

Glass8%
Cellulose3%

Non-fibrous (other)89%

55-157-Felt/Mastic

331212892-0021B

Roof Core-Middle
Roof

Black None Detected

Unable to separate felt and mastic layers for analysis.

Fibrous
Heterogeneous

Cellulose50% Non-fibrous (other)50%
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600/M4-82-020 Method(s) using Polarized Light Microscopy

55-158-Mastic 1

331212892-0022

Carpet Mastic/9"
Grn FT/Mastic-
Suite 300

Cream None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-158-Floor Tile

331212892-0022A

Carpet Mastic/9"
Grn FT/Mastic-
Suite 300

Green
Non-Fibrous
Homogeneous

Chrysotile12%Non-fibrous (other)88%

55-158-Mastic 2

331212892-0022B

Carpet Mastic/9"
Grn FT/Mastic-
Suite 300

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-158-Leveling
Compound
331212892-0022C

Carpet Mastic/9"
Grn FT/Mastic-
Suite 300

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

55-159-Mastic 1

331212892-0023

Carpet Mastic/9"
Wht FT/Mastic-
Suite 300

Yellow None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-159-Floor Tile

331212892-0023A

Carpet Mastic/9"
Wht FT/Mastic-
Suite 300

Stop Positive (Not Analyzed)

55-159-Mastic 2

331212892-0023B

Carpet Mastic/9"
Wht FT/Mastic-
Suite 300

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-160-Mastic 1

331212892-0024

Carpet Mastic/9"
Brn FT/Mastic-
Suite 300

Tan None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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55-160-Floor Tile

331212892-0024A

Carpet Mastic/9"
Brn FT/Mastic-
Suite 300

Stop Positive (Not Analyzed)

55-160-Mastic 2

331212892-0024B

Carpet Mastic/9"
Brn FT/Mastic-
Suite 300

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-161

331212892-0025

Blk Mastic-Under
Wood Fl Suite 365

Black
Fibrous
Homogeneous

Chrysotile3%Cellulose55% Non-fibrous (other)42%

55-162

331212892-0026

Blk Mastic-Suite
350/372/340-Suite
350

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-163

331212892-0027

Blk Mastic-Suite
320/310/315/370/3
30-Suite 372

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-164

331212892-0028

Blk Mastic-Suite
320/310/315/370/3
30-Suite 340 W

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-165

331212892-0029

Blk Mastic-Suite
320/310/315/370/3
30-Suite 340 E

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-166

331212892-0030

Blk Mastic-Suite
320/310/315/370/3
30-Suite 320

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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55-167

331212892-0031

Blk Mastic-Suite
320/310/315/370/3
30-Suite 310

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-168

331212892-0032

Spray On Acoustic-
Suite 310/305-
Suite 310

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-169

331212892-0033

Spray On Acoustic-
Suite 310/305-
Suite 310

White/Beige None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-170

331212892-0034

Spray On Acoustic-
Suite 310/305-
Suite 305

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-171

331212892-0035

Spray On Acoustic-
Suite 310/305-
Suite 305

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-172-Floor Tile

331212892-0036

12" Wht FT/Mastic-
Middle Space N

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-172-Mastic

331212892-0036A

12" Wht FT/Mastic-
Middle Space N

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-173-Floor Tile

331212892-0037

12" Wht FT/Mastic-
Middle Space N

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%
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55-173-Mastic

331212892-0037A

12" Wht FT/Mastic-
Middle Space N

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-174-Floor Tile

331212892-0038

9" Lt Grn FT/Blk
Mastic-Suite 305
Under Carpet

Green/Grayish
Non-Fibrous
Homogeneous

Chrysotile4%Non-fibrous (other)96%

55-174-Mastic

331212892-0038A

9" Lt Grn FT/Blk
Mastic-Suite 305
Under Carpet

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-175-Floor Tile

331212892-0039

9" Brn FT/Blk
Mastic-Storage
Closet/3rd Fl

Tan
Non-Fibrous
Homogeneous

Chrysotile10%Non-fibrous (other)90%

55-175-Mastic

331212892-0039A

9" Brn FT/Blk
Mastic-Storage
Closet/3rd Fl

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-176

331212892-0040

2x4 Ceiling Panels-
Suite 300

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

55-177

331212892-0041

2x4 Ceiling Panels-
Suite 365

Beige None Detected
Fibrous
Homogeneous

Cellulose75%
Glass15%

Non-fibrous (other)10%

55-178

331212892-0042

Plaster Ceiling-
Suite 300

White/Beige None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%
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product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/12/2012 07:57:27

Christopher Kim (12)
Jeffrey Deboo (57)

Krystyn Gonzales (12)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331212892
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/05/12 8:20 AM

0588483-2 / Office Building / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

9/12/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-179-Finish Coat

331212892-0043

Plaster Walls-
Suite 315

White
Non-Fibrous
Homogeneous

Chrysotile<1%Non-fibrous (other)100%

55-179-Base Coat

331212892-0043A

Plaster Walls-
Suite 315

White/Grayish None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-180-Finish Coat

331212892-0044

Plaster Walls-
Suite 310

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-180-Base Coat

331212892-0044A

Plaster Walls-
Suite 310

White/Grayish None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

55-181

331212892-0045

Plaster Walls-
Suite 305

White/Grayish None Detected

Unable to separate finish coat and base coat layes for analysis.

Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

55-182

331212892-0046

Plaster Walls-
Suite 305

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose8% Non-fibrous (other)92%

11THIS IS THE LAST PAGE OF THE REPORT.Test Report PLM-7.16.0 Printed: 9/12/2012 7:57:27 AM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/12/2012 07:57:27

Christopher Kim (12)
Jeffrey Deboo (57)

Krystyn Gonzales (12)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331213160
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/14/2012Analysis Date:
9/7/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

56-55-183-Floor Tile

331213160-0001

9" Green FT-BH / 
Suite 290 Under
Carpet

Blue
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

56-55-183-Mastic

331213160-0001A

9" Green FT-BH / 
Suite 290 Under
Carpet

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

68-55-184

331213160-0002

Exterior Plaster / 
2nd Fl North West
Wall

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

68-55-185

331213160-0003

Exterior Plaster / 
2nd Fl North East
Wall

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

68-55-186

331213160-0004

Exterior Plaster / 
2nd Fl South West
Wall

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

69-55-187-Finish
Coat
331213160-0005

Plaster Wall / 1st
Fl Stairwell

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

69-55-187-Base
Coat
331213160-0005A

Plaster Wall / 1st
Fl Stairwell

Gray None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

1Test Report PLM-7.16.0 Printed: 9/14/2012 2:48:49 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/14/2012 14:48:49

Christopher Kim (42)
Krystyn Gonzales (3)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331213160
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/14/2012Analysis Date:
9/7/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

69-55-188-Finish
Coat
331213160-0006

Plaster Wall / 3rd
Fl Stairwell

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

69-55-188-Base
Coat
331213160-0006A

Plaster Wall / 3rd
Fl Stairwell

Gray None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

70-55-189-Floor Tile

331213160-0007

Blue FT-Mastic / 
1st Fl West

Blue None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

70-55-189-Mastic

331213160-0007A

Blue FT-Mastic / 
1st Fl West

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

70-55-190-Floor Tile

331213160-0008

Blue FT-Mastic / 
3rd Fl West

Blue None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

70-55-190-Mastic

331213160-0008A

Blue FT-Mastic / 
3rd Fl West

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

70-55-191-Floor Tile

331213160-0009

Blue FT-Mastic / 
3rd Fl West

Blue None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

70-55-191-Mastic

331213160-0009A

Blue FT-Mastic / 
3rd Fl West

Black None Detected
Non-Fibrous
Homogeneous

Cellulose10% Non-fibrous (other)90%

2Test Report PLM-7.16.0 Printed: 9/14/2012 2:48:49 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/14/2012 14:48:49

Christopher Kim (42)
Krystyn Gonzales (3)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331213160
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/14/2012Analysis Date:
9/7/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

18-55-192

331213160-0010

Beige Balcony / 
2nd Fl South

Brown/Beige None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

18-55-193

331213160-0011

Beige Balcony / 
2nd Fl North

Brown/Beige None Detected
Non-Fibrous
Heterogeneous

Non-fibrous (other)100%

22-55-194

331213160-0012

Plaster Wall / 2nd
Fl / Suite 215

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

22-55-195-Plaster

331213160-0013

Plaster Wall / 2nd
Fl / Suite 290

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

22-55-195-Drywall

331213160-0013A

Plaster Wall / 2nd
Fl / Suite 290

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose8% Non-fibrous (other)92%

23-55-196

331213160-0014

SOA Plaster
Ceiling / 2nd Fl
Suite 215

Gray
Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

42-55-197-Floor Tile

331213160-0015

9" Brwn FT-Mastic
/ Suite 215 Under
Carpet

Brown
Non-Fibrous
Homogeneous

Chrysotile8%Non-fibrous (other)92%

42-55-197-Mastic

331213160-0015A

9" Brwn FT-Mastic
/ Suite 215 Under
Carpet

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

3Test Report PLM-7.16.0 Printed: 9/14/2012 2:48:49 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/14/2012 14:48:49

Christopher Kim (42)
Krystyn Gonzales (3)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331213160
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/14/2012Analysis Date:
9/7/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

66-55-198

331213160-0016

Plaster Ceiling / 
Suite 300

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose8% Non-fibrous (other)92%

66-55-199

331213160-0017

Plaster Ceiling / 
Suite 300

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

60-55-200

331213160-0018

Black Mastic / 3rd
Fl Storage Rm SE

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

37-55-201

331213160-0019

Glue / 3rd Fl
Storage Ceiling

Brown None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

41-55-202-Drywall

331213160-0020

DW-JC / 2nd Fl E
Stairwell

White None Detected
Fibrous
Homogeneous

Cellulose5% Non-fibrous (other)95%

41-55-202-Joint
Compound
331213160-0020A

DW-JC / 2nd Fl E
Stairwell

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

29-55-203

331213160-0021

2x4 Pin Hole
Ceiling / 1st Fl
Restaurant Kitchen

Tan None Detected
Fibrous
Homogeneous

Cellulose75%
Glass10%

Non-fibrous (other)15%

71-55-204-Flooring

331213160-0022

Green SF-Mastic / 
1st Fl Restaurant
Office

Green None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

4Test Report PLM-7.16.0 Printed: 9/14/2012 2:48:49 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/14/2012 14:48:49

Christopher Kim (42)
Krystyn Gonzales (3)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331213160
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/14/2012Analysis Date:
9/7/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

71-55-204-Mastic

331213160-0022A

Green SF-Mastic / 
1st Fl Restaurant
Office

Black None Detected
Non-Fibrous
Homogeneous

Cellulose10% Non-fibrous (other)90%

7-55-205

331213160-0023

Plaster Ceiling / 
1st Fl Restaurant / 
Dining Area

Beige
Fibrous
Homogeneous

Chrysotile3%Cellulose25% Non-fibrous (other)72%

14-55-38-Finish
Coat
331213160-0024

Plaster Wall / 1st
Fl Restaurant / 
Rear Storage

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

14-55-38-Base Coat

331213160-0024A

Plaster Wall / 1st
Fl Restaurant / 
Rear Storage

Gray None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

14-55-39-Finish
Coat
331213160-0025

Plaster Wall / 1st
Fl Restaurant / 
Rear Hallway

Beige None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

14-55-39-Base Coat

331213160-0025A

Plaster Wall / 1st
Fl Restaurant / 
Rear Hallway

Grayish None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

72-55-206-Floor Tile

331213160-0026

12" Black FT-M / 
1st Fl Restaurant / 
Dining Area

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

72-55-206-Mastic

331213160-0026A

12" Black FT-M / 
1st Fl Restaurant / 
Dining Area

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

5Test Report PLM-7.16.0 Printed: 9/14/2012 2:48:49 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/14/2012 14:48:49

Christopher Kim (42)
Krystyn Gonzales (3)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331213160
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/14/2012Analysis Date:
9/7/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

72-55-207

331213160-0027

12" Black FT-M / 
1st Fl Restaurant / 
Dining Area

Black None Detected

No Mastic present

Non-Fibrous
Homogeneous

Non-fibrous (other)100%

13-55-208-Skim
Coat
331213160-0028

DW-JC / 1st Fl
Restaurant / 
Locker Rm

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

13-55-208-Plaster

331213160-0028A

DW-JC / 1st Fl
Restaurant / 
Locker Rm

Brown None Detected
Non-Fibrous
Homogeneous

Cellulose5% Non-fibrous (other)95%

13-55-209-Plaster

331213160-0029

DW-JC / 1st Fl
Restaurant / 
Kitchen

Brown None Detected
Non-Fibrous
Homogeneous

Cellulose6% Non-fibrous (other)94%

13-55-210-Joint
Compound
331213160-0030

DW-JC / 1st Fl
Restaurant / 
Kitchen

White None Detected
Non-Fibrous

Homogeneous

Non-fibrous (other)100%

13-55-210-Drywall

331213160-0030A

DW-JC / 1st Fl
Restaurant / 
Kitchen

Brown/White None Detected
Fibrous
Heterogeneous

Cellulose10% Non-fibrous (other)90%

6THIS IS THE LAST PAGE OF THE REPORT.Test Report PLM-7.16.0 Printed: 9/14/2012 2:48:49 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 09/14/2012 14:48:49

Christopher Kim (42)
Krystyn Gonzales (3)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331214138
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/28/12 5:25 PM

0588483-2 / The Wieland-Davco Corp / Office Bldg 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

10/1/2012Analysis Date:
9/28/2012Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

% Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

73-55-211-Floor
Tile
331214138-0001

12" Red Brick
Patrn FT-Mastic /
1st Floor Mail

Red
Non-Fibrous

Homogeneous

Chrysotile<1%Non-fibrous (other)100%

73-55-211-Mastic

331214138-0001A

12" Red Brick
Patrn FT-Mastic /
1st Floor Mail

Black None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

74-55-212

331214138-0002

Mudded Joint /
1st Foor Mech
Room 3" Line

White
Fibrous
Homogeneous

Amosite5%
Crocidolite3%

Non-fibrous (other)92%

75-55-213

331214138-0003

Mudded Joint /
1st Foor Mech
Room 1" HW Line

White
Fibrous
Homogeneous

Chrysotile3%
Amosite6%

Non-fibrous (other)91%

1THIS IS THE LAST PAGE OF THE REPORT.Test Report PLM-7.16.0  Printed: 10/1/2012 3:22:14 PM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Report Amended: 10/01/2012 15:22:14 Replaces the Inital Report 10/01/2012 14:35:43. Reason Code: Client-Test Added

Christopher Kim (4)



LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

331214479
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 10/05/12 10:45 AM

0588483-2 / Office Building

Fax:
Phone: (714) 484-8600

Project:

10/8/2012Analysis Date:
Collected:

Sample Description Appearance % Type

AsbestosNon-Asbestos

%     Fibrous % Non-Fibrous

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 and/or EPA
600/M4-82-020 Method(s) using Polarized Light Microscopy

55-214

331214479-0001

Spray-On Acoustic-
Ste 310 & 305-Ste
305

White None Detected
Non-Fibrous
Homogeneous

Non-fibrous (other)100%

1THIS IS THE LAST PAGE OF THE REPORT.Test Report PLM-7.16.0 Printed: 10/8/2012 9:02:02 AM

Derrick Tanner, Laboratory Manager
or other approved signatory

Analyst(s)

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to claim
product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government.   Non-friable organically bound materials present a problem matrix and therefore EMSL
recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request. Unless
requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by LA Testing Garden Grove, CA NVLAP Lab Code 101384-0, CA ELAP 1406

Initial report from 10/08/2012 09:02:02

Jeffrey Deboo (1)







































ConcentrationAnalyzed NotesRDLLab ID: Lead

Test Report: Lead in Paint Chips by Flame AAS (SW 846 3050B*/7000B)

LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 08/22/12 1:10 PM

0588483-1 / The Wieland-Davco Corp. / Office Building

Fax:
Phone: (714) 484-8600

Project:

Collected:

331212221
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davco

LA Testing Order:

Site: Wall / Ground - Throughout / 
Ext. - White

<0.010 % wt8/23/20120001 0.010

Client Sample Collected:Pb-55-01

% wt

Site: Wall / Ground - Throughout / 
Ext. - Mauve

<0.010 % wt8/23/20120002 0.010

Client Sample Collected:Pb-55-02

% wt

Page 1 of 1Test Report PB w/RDL-7.26.0 Printed: 8/23/2012 10:21:52 AM

Michael Chapman, Laboratory Manager
or other approved signatory

Reporting limit is 0.010 % wt based on the minimum sample weight per our SOP. The QC data associated with these results included in this report meet the method QC requirements,
unless specifically indicated otherwise. Unless noted, results in this report are not blank corrected. EMSL bears no responsibility for sample collection activities. Samples received in
good condition unless otherwise noted. * slight modifications to methods applied. "<" (less than) result signifies that the analyte was not detected at or above the reporting limit.
Measurement of uncertainty is available upon request.
Samples analyzed by LA Testing Garden Grove, CA AIHA-LAP, LLC ELLAP 101650, CA ELAP 1406

Initial report from 08/23/2012 10:21:52



ConcentrationAnalyzed NotesRDLLab ID: Lead

Test Report: Lead in Paint Chips by Flame AAS (SW 846 3050B*/7000B)

LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 08/24/12 4:10 PM

0588483-1 / Office Bldg. / 3355 Via Lido Newport Beach, CA

Fax:
Phone: (714) 484-8600

Project:

Collected:

331212434
CustomerID: 32PRSV78
CustomerPO:
ProjectID: The Wieland-Davc

LA Testing Order:

Site: Guard Rail/Balcony-2nd Fl
Balcony/Metal-Pk/Bl

<0.010 % wt8/28/20120001 0.010

Client Sample Collected:Pb-55-03

% wt

Site: Window Sill/Ext.-3rd
Fl/Wood-Wht

0.011 % wt8/28/20120002 0.010

Client Sample Collected:Pb-55-04

% wt

Site: Wall/Ext Patio-3rd
Fl/Wood-Wht/Gray

<0.010 % wt8/28/20120003 0.010

Client Sample Collected:Pb-55-05

% wt

Page 1 of 1Test Report PB w/RDL-7.26.0   Printed: 8/28/2012 10:06:17 AM

Michael Chapman, Laboratory Manager
or other approved signatory

Reporting limit is 0.010 % wt based on the minimum sample weight per our SOP. The QC data associated with these results included in this report meet the method QC requirements,
unless specifically indicated otherwise. Unless noted, results in this report are not blank corrected. EMSL bears no responsibility for sample collection activities. Samples received in
good condition unless otherwise noted. * slight modifications to methods applied. "<" (less than) result signifies that the analyte was not detected at or above the reporting limit.
Measurement of uncertainty is available upon request.
Samples analyzed by LA Testing Garden Grove, CA AIHA-LAP, LLC--ELLAP Accredited #101650, CA ELAP 1406

Initial report from 08/28/2012 10:06:17



ConcentrationAnalyzed NotesRDLLab ID: Lead

Test Report: Lead in Paint Chips by Flame AAS (SW 846 3050B*/7000B)

LA Testing
11652 Knott Street Unit F5, Garden Grove, CA 92841
Phone/Fax: (714) 828-4999 / (714) 828-4944

losalamitoslab@latesting.com

Attn: Greg Archung
PSI - Professional Services, Inc.
6330 Gateway Drive
Suite B
Cypress, CA 90630

Received: 09/11/12 3:00 PM

0588483-1 / The Wieland-Davco Corp / Office Bldg / 3355 Via Lido Newport Beach CA

Fax:
Phone: (714) 484-8600

Project:

9/7/2012Collected:

331213161
CustomerID: 32PRSV78
CustomerPO:
ProjectID:

LA Testing Order:

Site: 2nd Floor Wall / Suite 215C
South Wall

<0.010 % wt9/12/20120001 0.010

Client Sample Collected: 9/7/2012Pb-55-06

% wt

Site: East Stairwell 3rd Floor0.11 % wt9/12/20120002 0.010

Client Sample Collected: 9/7/2012Pb-55-07
% wt

Site: West Stairwell 1st Floor<0.010 % wt9/12/20120003 0.010

Client Sample Collected: 9/7/2012Pb-55-08
% wt

Site: Exterior door 3rd Floor
Exterior SE

0.063 % wt9/12/20120004 0.010

Client Sample Collected: 9/7/2012Pb-55-09

% wt

Page 1 of 1Test Report PB w/RDL-7.26.0 Printed: 9/12/2012 10:37:30 AM

Michael Chapman, Laboratory Manager
or other approved signatory

Reporting limit is 0.010 % wt based on the minimum sample weight per our SOP. The QC data associated with these results included in this report meet the method QC requirements,
unless specifically indicated otherwise. Unless noted, results in this report are not blank corrected. EMSL bears no responsibility for sample collection activities. Samples received in
good condition unless otherwise noted. * slight modifications to methods applied. "<" (less than) result signifies that the analyte was not detected at or above the reporting limit.
Measurement of uncertainty is available upon request.
Samples analyzed by LA Testing Garden Grove, CA AIHA-LAP, LLC--ELLAP Accredited #101650, CA ELAP 1406

Initial report from 09/12/2012 10:37:30
















